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Webinar Audio Access

TO USE YOUR COMPUTER'S AUDIO:

You will be connected via your computer's microphone and 

speakers (VoIP). A headset is recommended.

-- OR --

TO USE YOUR TELEPHONE:

Select "Use Telephone" after joining the webinar and call in using 

the numbers below.

United States: +1 (562) 247-8321 

Access Code: 285-079-575

Audio PIN: Shown in webinar control panel after joining
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EPAôs ENERGY STAR identifies the most energy-efficient 

products, buildings, plants, and new homes ïall based on the 

latest government-backed standards.

Today, every ENERGY STAR label is verified by a rigorous third-

party certification process.
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ENERGY STAR TODAY

Brand Preference & Loyalty

Source: National CEE Household Survey 2012
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Important Process Elements

ÅConsistency 

ÅTransparency

ÅInclusiveness

ÅResponsiveness

ÅClarity
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Guiding Principles for Specification Development

1. Significant energy savings can be realized on a national 
basis

2. Product performance can be maintained or enhanced 
with increased energy efficiency

3. Purchasers recover their investment in increased 
energy efficiency within a reasonable period of time

4. Energy-efficiency can be achieved through several 
technologies 

5. Product energy consumption and performance can be 
measured and verified with testing

6. Labeling would effectively differentiate products and be 
visible for purchasers
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Scope and Definitions
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ENERGY STAR Light Commercial HVAC History

ÅPerformance criteria in effect since May 1, 2010

ÅCurrent Version 2.2 in effect since January 1, 2011 to 

align with third party certification program changes

ÅThe market is now ripe for a more stringent ENERGY 

STAR Light Commercial HVAC specification.
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Drivers

ÅNew Federal Minimum Standards

ïJanuary 1, 2017 for less than 65,000 Btu/h 3-phase

ïJanuary 1, 2018 for greater than or equal to 65,000 
Btu/h

ÅShift from EER to IEER metric

ïDOE proposed minimum standards are either the same 
as or more stringent than current ENERGY STAR 
criteria

Å Broad availability

ïIn the most commonly sold configurations, 40-50% of 
models meet ENERGY STAR criteria
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Scope - Capacity Range

ÅAt or above 65,000 Btu/h and below 240,000 Btu/h

ïAir-cooled, three-phase, split system, and single 
package

ÅAir-source central air conditioners

ÅAir-source heat pumps

ÅGas/electric package units

ÅVRF multi-split systems

ÅDo not include < 65,000 Btu/h due to poor product 
payback (25 to 30 years)
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Drivers to Exclude < 65,000 Btu/hr

ÅConsidered alignment with ENERGY STAR residential 
levels and/or with CEE Tiers

Å Best choice appears to be 

ïSplit Systems: 15 SEER, 12.5 EER, 8.5 HSPF 
(ENERGY STAR residential and CEE Tier 1)

ïSingle Package: 16 SEER, 12 EER, 8.2 HSPF (CEE 
Tier 2; Tier 1 provides limited differentiation)

ÅHowever, even for this best choice, purchaser would take 
25 ï30 years to recover cost 

Å Slower growing market segment now, per DOE TSD and 
EPA unit shipment data

ÅEPA seeks input: Will costs for more efficient products 
change quickly in response to DOE standards? Future 
growth in this size category?
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Definitions
Å Updated to maintain consistency with CFR

ïCommercial Package Air-Conditioning and Heating Equipment 

ÅCentral Air Conditioner

ÅHeat Pump

ïEnergy Efficiency Ratio (EER)

ïCoefficient of Performance (COP)

ïIntegrated energy efficiency ratio (IEER)

Å Added to maintain consistency with CFR

ïVariable Refrigerant Flow Multi-Split Air Conditioner 

ïVariable Refrigerant Flow Multi-Split Heat Pump

Å Added Basic Model and removed Product Family definition for 

consistency with CFR & other ENERGY STAR HVAC specs

Å Removed SEER and HSPF definitions in accordance with 

proposed scope change
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Further definition adjustments needed

ÅSome further updating per discussions with DOE 

ïCommercial Package Air-Conditioning and Heating 

Equipment 

ÅCentral Air Conditioner

ÅHeat Pump

ïGas/electric package unit

ïBasic Model

ïPossibly cooling capacity

ÅMostly not changing the meaning, just words to 

express it

ÅFor Basic Model, intention is to follow DOE practice
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Notes About Proposed Criteria

ÅStrive to align with other requirements in the market

ïDOE 2023 standards

ïCEE Tiers

ÅBalance differentiation (label is meaningful when few 

products bear it) with product availability (consumers need 

to be able to find labeled products) and purchaser payback

Å Data sources:

ïAHRI certified product directory 

ïDOE TSD (w/ASRAC modifications)

ïENERGY STAR unit shipment data

ïDiscussions with manufacturers and other stakeholders

Å VRF levels broken out separately at request of 

manufacturers
19



Draft 1 Proposed Criteria for Light Commercial AC
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Equipment 

Type
Size Category

Heating Section 

Type

Minimum Energy Efficiency 

Criteria

Air-Source 

Central Air 

Conditioner

Ó65,000 Btu/h ï

<135,000 Btu/h

Electric Resistance 

(or None)

12.2 EER;  14.8 IEER

All other

12.0 EER; 14.6 IEER

Air-Source 

Central Air 

Conditioner

Ó135,000 Btu/h ï

<240,000 Btu/h

Electric Resistance 

(or None)

12.2 EER; 14.2 IEER

All other

12.0 EER; 14.0 IEER



Draft 1 Proposed Criteria for Light Commercial HP
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Equipment 

Type
Size Category

Heating Section 

Type

Minimum Energy Efficiency 

Criteria

Air-Source 

Heat Pump

Ó65,000 Btu/h ï

<135,000 Btu/h

Electric Resistance 

(or None)

11.8 EER; 14.1 IEER; 3.4 COP*

All other 11.6 EER; 13.9 IEER; 3.4 COP*

Air-Source 

Heat Pump

Ó135,000 Btu/h ï

<240,000 Btu/h

Electric Resistance 

(or None)

10.9 EER; 13.5 IEER; 3.3 COP*

All other 10.7 EER; 13.3 IEER; 3.3 COP*

*Note: COP rated at 47° F 



Draft 1 Proposed Criteria for Light Commercial 

VRF Multi-Split Systems
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Equipment Type Size Category
Heating 

Section Type

Minimum Energy Efficiency 

Criteria

Air-Source 

Central Air 

Conditioner

Ó65,000 Btu/h ï

<135,000 Btu/h
All 20 IEER, 13 EER

Air-Source 

Central Air 

Conditioner

Ó135,000 Btu/h ï

<240,000 Btu/h
All 18.5 IEER, 12 EER

Air-Source Heat 

Pump

Ó65,000 Btu/h ï

<135,000 Btu/h

Without Heat 

Recovery
20 IEER, 13.0 EER, 3.7 COP* 

With Heat 

Recovery
19.8 IEER, 12.8 EER, 3.7 COP* 

Air-Source Heat 

Pump

Ó135,000 Btu/h ï

<240,000 Btu/h

Without Heat 

Recovery
18.5 IEER, 12.0 EER,  3.5 COP* 

With Heat 

Recovery
18.3 IEER, 11.8 EER, 3.5 COP* 

*Note: COP rated at 47° F 


